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EXHIBIT J.   PUMP STATION DATA



City of Ferndale
Pump Station Information

Pump Station
Year 

Installed

Pumps 
Replaced 

(Year) Pump Type Pump Mfgr Model Number

Rated 
Power 
(HP)

Phase/ 
Voltage Serial Numbers Impeller

Operating 
Capacity 

(gpm)

Operating 
Head 

(TDH, ft)
Mix Flush 

Valve

Discharge Pipe 
Diam /Matl (at 

PS)

Discharge 
Pipe Depth 
(to top) (in) Alarm Telemetry

Generator & 
Fuel Type

Generator 
Ready

Portable 
Generator Plug Style

01086076086 112.0 Own
010860760 ? (bottom) Natural Gas

731-09251-5-1 Own
Natural Gas

830041 Own
830040 Diesel

Own
Propane

9860230

3102.090-6039 9720058
3102.090-5239

820067
820068

9360017
9360018
9450095
9450096

3140.090-6024 9420004
CP-3140.091 9420003

0520081
0520082
0660164
0660165

0650139
0650140

   Note:  All depths are measured down from the pump station hatch rim unless otherwise noted.

N/A

Gray Metal

N/A

Blue

N/A

N/A

Gray Metal

N/A

Red

Gray Metal

Yellow

Green Onan

Yellow

Green Onan

Green Onan

Green Onan

Yellow

Green Onan

Yes

Yellow

Yellow

No

Yes

Yes

No

Yes

Yes

Yes

Yes

Yes

No

Yes

Yes

Yes

Yes

Yes

Yes

Yes

No

No

No

No

No

No

Yes

No

No

No

No

No

Red Light

No

Red Light

Red Light

Red Light

Red Light

Red Light

Red Light   
/ Horn

Red Light

Red Light

Red Light

Red Light

Red Light

Red Light

Red Light

Red Light

Red Light

66.0

typical       (3-
4 ft)

101.5

46.5

31.5

132.0

75.0

89.0

33.0

58.0

44.5

40.5

44.5

62.0

4-in DI

4-in DI

4-in DI

4-in DI

4-in DI

8-in DI

12-in DI

12-in DI

4-in DI

4-in DI

4-in DI

4-in DI

yes (one)

6-in DI

4-in DI

4-in DI

4-in DI

4-in DI

no

yes (one)

yes

56.5

43.9

no

no

no

no

yes (one)

23.0

30.0

41.6

53.0

32.0

62.0

48.0

65.0

25.4

55.0

17.5

35.0

31.0

52.5

19.0

650

1100

1100

162

150

110

122

110

470

350

375

350

350

555

375

150

275

434

12.75-in

14-in

489

7-3/8-in

465

484

435

481

462

485

432

433

481

257 ?

439

3 / 480

3 / 480

3 / 480

3 / 480

3 / 480

1 / 220

3 / 480

3 / 208

3 / 480

3 / 480

3 / 480

1 / 220

3 / 220

3 / 480

3 / 480

1 / 220

1 / 220

20.0

15.0

15.0

7.5

7.5

3.9

10.0

5.0

15.0

7.5

250 F7B2

ITT 200

3100 (CP-3101X)

7.5

15.0

6.5 ?

3.0

5.0

7.4

5.0

3127.090-2435

3085.092-0292

3127.090 HT

3152.091-9005

3102.090-6043

CP-3127.090-5565

CP3140.090-5012

3102.09

NP3127X-489HT

4B2D

NP3102.090-465

3127.090-0520081

Allis-Chalmers

Smith & 
Loveless

Flygt

Flygt

Flygt

Flygt

Flygt

Flygt

Flygt

Flygt

Allis-Chalmers

Flygt

Flygt

Flygt

Flygt

submersible

submersible

Flygt

Flygt

submersible

Top-mount

submersible

submersible

submersible

centrifugal

centrifugal

submersible

submersible

submersible

submersible

submersible

submersible

submersible

submersible

1983

2006

1995

2010

Yes - year 
unknown

2008

1977

1973

1972

2007

2007

2007

2005

1995

1994

2006

1970's

1998

1985

PS # 11 - Oxford / Unrein Dr / Cascade Peaks

PS # 10 - Aquarius / Apollo Dr / Alexander Est

1994

1994

1991

1978

PS # 18 - Nicholas Dr / Ryan's Glen

PS # 17 - Slater Rd / Silver Ck Ind Park (ULID 
#8)

PS #16 - Portal Way South near I-5 (ULID #7)

PS # 15 - Smith Rd / Bellaire Estates

PS #22 - Whiskey Creek

PS #21 - Ariel Ct

PS # 20 - Church Rd / South Church LLC

PS # 19 - Malloy Village

PS # 4 - Smith Rd / North of Ready Mix

PS # 3 - Barrett Rd South of Main St

PS # 2 - Main St N Side Pioneer Bridge

PS # 9 - Portal Way North

PS # 7 - Main St / 7-11 / Post Office

PS # 6 - Correll Park / Flair

PS # 5 - Northwest Rd / County Planning / 
Norbell



City of Ferndale
Pump Station Wet Well Information

Pump Station
Wet Well 

Diameter (ft)
Bottom 
Type

Wet Well 
Depth (ft)

Inlet 1 
Direction

Inlet 1 Diameter 
& Material

Inlet 1 Depth 
to Invert (in)

Inlet 2 
Direction

Inlet 2 Diameter & 
Material

Inlet 2 Depth to 
Invert (in)

Inlet 3 
Direction

Inlet 3 Diameter & 
Material

Inlet 3 Depth to 
Invert (in) Pump Cycle Range/Depth

21.2
(bottom)

22.6
(bottom)

+/- 3-ft
on: 117", off:150", lag on +18"

16.0 +/- 1.5-ft 
(top of slope) lag on +1-ft

25.3 +/- 4-ft

(bottom) lag on +0.25-ft

15.8 on: 5.75-ft, off: 3-ft

(slope low pt) lag on: 9.08-ft, hi alarm: 10.58-ft, lo alarm: 1.5-ft
16.5

(edge)

15.7
(+/-bottom)

on: 2-ft, off: 1-ft
lag on: 3-ft, hi alarm: 3-ft

on: 8-ft, off: 2-ft
lag on: 10-ft, lag off: 3-ft

   Note:  All depths are measured down from the pump station hatch or discharge valve vault rim unless otherwise noted.

+/- 4-ft

+/- 3.5-ft

+/- 3-ft

+/- 4-ft

+/- 1.25-ft

small

+/- 4-ft

+/- 4-ft

+/- 5-ft

58.0

70.0

6-in PVC

8-in PVC

S

N

85.0

77.0

100.0

186.0

70.0

8-in PVC 111.0

8-in PVC

6-in PVC

8-in RCP

21-in PVC

8-in PVC

N

W

W

S

S

102.0

N

168.0

77.0

130.0

128.0

107.5

187.0

132.0

152.0

80.5

264.0

108.0

131.0

88.0

174.0

177.0

150.0

27-in DI

8-in PVC

8-in PVC

8-in PVC

8-in PVC

8-in PVC          w/ 
Tee

10-in PVC

10-in PVC

12-in

21-in DI

8-in PVC

8-in PVC

10-in PVC

8-in PVC

W

12-in PVC

8-in PVC

8-in PVC

NW

W

S

N

SE

E

W

E

14.8

20.9

S

S

W

SW

W

E

N

S

16.6

29.3

12.5

14.9

24.4

9.5

13.0

18.3

flat

sloped

sloped

flat

flat

sloped

sloped

partial 
slope

sloped

sloped

sloped

sloped

flat

22         
(half wet)

10

6

12

8

8

6

6

6

22         
(half wet)

6

6

6

6

PS #22 - Whiskey Creek

6

8

6

PS # 18 - Nicholas Dr / Ryan's Glen

PS # 19 - Malloy Village

PS # 20 - Church Rd / South Church LLC

PS #21 - Ariel Ct

PS # 11 - Oxford / Unrein Dr / Cascade 
Peaks

PS # 15 - Smith Rd / Bellaire Estates

PS #16 - Portal Way South near I-5 (ULID 
#7)

PS # 17 - Slater Rd / Silver Ck Ind Park 
(ULID #8)

PS # 6 - Correll Park / Flair

PS # 7 - Main St / 7-11 / Post Office

PS # 9 - Portal Way North

PS # 10 - Aquarius / Apollo Dr / Alexander 
Est

PS # 2 - Main St N Side Pioneer Bridge

PS # 3 - Barrett Rd South of Main St

PS # 4 - Smith Rd / North of Ready Mix

PS # 5 - Northwest Rd / County Planning / 
Norbell



 
 

Pump Station #2 
Main St N Side Pioneer Bridge 

 

 



 
 
 
 
 
 
 
 
 
 
 
 
 
 
        
 
 
 

PS #2 Generator 
 
 
 
       
 

       PS #2 Wetwell Influent Pipe 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
  
PS#2 Wetwell Floats      PS#2 Dry Well Pumps 


